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05-DOE-00072 

, Mr:Steven H. Gunderson 
Rocky  Flats Cleanup Agreement Project Coordinator 
Colorado Department of Public Health and Environment 
4300 Cherry Creek Drive South 
Denver, Colorado 80246-1 530 

Dear Mr. Gunderson: 

Provided for your review and approval is the enclosed he-demolition Survey Report for 
Buildings B-559 (DWF-009-05) and B1561 (DWF-011-05). These reports characterize the 
physical,'chemical and radiological hazards associated with these facilities, summarizes the 

': characterization activities, defines the Data Quality Objectives developed for this 
: characterization, and presents the data quality assessment, verification and validation of 
rrsults. Based upon these Pre-Demolition Survey Repons (PDSRs) and subject to 
concurrence by the Colorado Department of Public Health and EnQironment. Buildings 559 
and 561 remain Rocky Flats Cleanup Agreement Type 2 Facilities pursuant to the Rocky 
Flats Environmental Technology Site Decommissioning Program Plan (DPP; K-H, 1999): 
and are ready for demolition. The Facility Disposition Rocky Flats Cleanup Agreemeni 
Standard Operating Protocol (RSOP) notification for these projects was transmitted to your 
office on February 2,2005. 

The PDSR results indicate that radiological contaminants exist in excess of the PDSP 
unrestricted release limits in  B559 and in portions of B561 (i.e., on the slab under Filter: 
Plenums FP-300. FP-301, FP-302. within the Filter Plenums themselves, ,within the Plenum 
Deluge Pit and Tank, within the 559-561 Ventilation Tunnel, and within the remaining 
horizontal and vertical ventilation ducting jn the 559-561 Ventilation Tunnel). Fixatives 
were applied to immobilize loose radiologcal contamination. These specific areas of B561 
and all of B559 will be managed as LLW during demolition. All other areas of E561 met 
the radiological PDSP unrestricted release limits. All friable asbestos has been removed 
from both buildings and all beryllium and RCRMCERCLA samples were less than the 
PDSP unrestricted release limits. .There are concrete masonry unit (CMU) cinderblock 

&/ walls and floor tiles remaining in B559 that will be removed and managed as LLW Non- 
friable Category 1 Asbestos Containing Materials (ACM) during building demolition. 
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There are also CMU cinderblock walls and floor tiles remaining in 13561 that will be 
removed and managed as sanitary Non-friable Category 1 ACM during building 
demolition. 

Questions may be directed to Gary Morgan, Rocky Flats Project Management, at 
(303) 966-6003. 

Sincerely, 

RFPO Project Management 

Enclosure 

cc w/o Encl: 
S. Nesta, K-kl RISS Env 
C. Freiboth, K-H RISS D&D 
K. Wiemelt. K-H KISS D&D 
M. Aguilar, USEPA 
D. Abelson, RFCLOG 

cc w/Encl : 
G. Morgan, RFPM, RFPO 
D. McCranie, MQCPM, RFPO 
Adrnj ni strati ve Record 
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Gary Morgan, Functional Lead 
Cadre Project Manaoement Divieion 
DOE, RFPO 

TRANSMITTAL OF THE BUILDING 559 - PRE-DEMOLITION SURVEY REPORT (PDSR) 
DWF-009-05 

Provided lor your review and approval is the enclosed subject report for the 559 facility. This 
repqrt characterizes the physical, chemicsl and radidoglcal hazards associated wlth this 
facility, summarizes the threcterizatlon Wvitles, Mines tho Data Quality Objectives 
developed for this characterization, and presents the data quality assessment, verififlcation and 
validation of results. 

PDS rcsutts indicate that radiological contaminates exist in excess of the PDSP unrestricted 
rolease limits and fixatives were,used to lrnrnobilito loose radiotogical mntaminatlon. 
Therefore, the entire building will be rnansged as LLW during demolition. All friable asbestos 
has been removed from the building, and all beryllium and RCRNCERCLA samples were less 
lhan the PDSP unrestriasd release limits. There am mnwete masonry unit (CMU) 
cindorblock walls and floor tiles remaining In the building that win be removed and mnnaged as 
LLW Non-Friable Category 1 Asbestos Containing Materials (ACM) durlng building demolition. 

Based upon thls PDSR and subject to concurrence by the CDPHE. this facility is a p t a b l e  
for demolition. Please notify Kaiser-Hill wtrm you transmit this document to CDPHE. I f  you 
have any questions, do not hesitate to call me or Duane Parsons at extension &58. 

Oennfs W. Ferrera 
Vice President and Project Manager 
Remediation, Industrial DBD and Sift3 Services 

DLP: pvt 

En closure: 
As Stated 

Orlg. and 1 cc - G. Morgan 


